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In Rush Suppressor 

installed close to lock

12/24 VDC 
Magnetic Lock

Isolate and insulate 
wires not used
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Remove factory jumper wire 
from V+ to COM!
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Be sure to configure access point 
AUX/REX settings  to 
“REX w/o Unlatch”.

Optional REX input on RC-04 is for 
“Unauthorized Entry Alert” or 

remote door release only.

All  required life-safety request to 
exit devices must break the positive 

leg of the lock power circuit as 
shown above.

UL-294B Listed 
PoE Splitter
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