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In Rush Suppressor 

installed close to lock

12/24 VDC 
Magnetic Lock

Isolate and insulate 
wires not used
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Remove factory jumper wire 
from V+ to COM!
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REX Motion 
such as DS 160
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Exit Button such as 
Securitron EEB2
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Securitron EEB2
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